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РЕФЕРАТ 

Дипломний проект виконаний на 69 аркушах, 15 рисунків, 19 таблиць, 3 

листи графічної частини, 20 літературних посилань. 

Актуальність теми. Значна частина вітчизняних підстанцій 35/10 кВ від-

працювала свій ресурс. Експлуатація зношених масляних вимикачів та застарі-

лих індукційних реле призводить до зростання аварійності та великих втрат ене-

ргії. Модернізація основного обладнання (перехід на вакуумні вимикачі) та впро-

вадження мікропроцесорного РЗА є необхідними для забезпечення надійності 

електропостачання та інтеграції об'єкта в сучасні цифрові мережі. 

Об’єкт дослідження. Технологічний комплекс первинного силового обла-

днання, схем комутацій та вторинних кіл захисту понижувальної підстанції 35/10 

кВ. 

Предметом дослідження є технічні характеристики, параметри та режими 

роботи силового обладнання (трансформаторів, комутаційних апаратів), а також 

алгоритми, уставки, логіка функціонування та схеми підключення мікропроце-

сорних пристроїв релейного захисту та автоматики при модернізації енергооб'є-

кта.  

Мета дослідження. Підвищення надійності та ефективності роботи підс-

танції шляхом розробки проекту її технічного переоснащення із заміною кому-

таційних апаратів на вакуумні та переведенням релейного захисту на мікропро-

цесорну елементну базу з розрахунком параметрів їх роботи. 

Ключові слова: МОДЕРНІЗАЦІЯ, ПІДСТАНЦІЯ, СИЛОВИЙ ТРАНСФО-

РМАТОР, ВАКУУМНИЙ ВИМИКАЧ, КОРОТКЕ ЗАМИКАННЯ, РЕЛЕЙНИЙ 

ЗАХИСТ, АВТОМАТИКА, МІКРОПРОЦЕСОРНИЙ ТЕРМІНАЛ, УСТАВКА, 

НАДІЙНІСТЬ ЕЛЕКТРОПОСТАЧАННЯ, СТРУМОВА ВІДСІЧКА, МАКСИ-

МАЛЬНИЙ СТРУМОВИЙ ЗАХИСТ. 
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ABSTRACT 

The diploma project is made on 69 sheets, 15 figures, 19 tables, 3 sheets of graphic 

part, 20 literary references. 

Relevance of the topic. A significant part of domestic 35/10 kV substations has 

exhausted its resource. Operation of worn-out oil circuit breakers and outdated induction 

relays leads to an increase in the accident rate and large energy losses. Modernization of 

the main equipment (transition to vacuum circuit breakers) and the introduction of micro-

processor-based protection are necessary to ensure the reliability of power supply and 

integration of the facility into modern digital networks. 

Object of research. Technological complex of primary power equipment, switch-

ing circuits and secondary protection circuits of a 35/10 kV step-down substation. 

The subject of the study is the technical characteristics, parameters and operating 

modes of power equipment (transformers, switching devices), as well as algorithms, set-

tings, operating logic and connection diagrams of microprocessor devices of relay pro-

tection and automation during the modernization of the power facility. 

Research objective. Increasing the reliability and efficiency of the substation by 

developing a project for its technical re-equipment with the replacement of switching de-

vices with vacuum ones and the transfer of relay protection to a microprocessor element 

base with the calculation of their operating parameters. 

Keywords: MODERNIZATION, SUBSTATION, POWER TRANSFORMER, 

VACUUM CIRCUIT BREAKER, SHORT CIRCUIT, RELAY PROTECTION, AUTO-

MATION, MICROPROCESSOR TERMINAL, SETTING, POWER SUPPLY RELIA-

BILITY, CURRENT CUT-OFF, MAXIMUM CURRENT PROTECTION. 

 

 

 

 

 

 


